


LED TUBE BYPASS SINGLE ENDED WIRING INSTALLATION GUIDE – INSTALLATION STEPS
GUIDE D'INSTALLATION DU CÂBLAGE EN DÉRIVATION DU TUBE À LED À ENTRÉE UNIQU – ÉTAPES D’INSTALLATION



Cut all wires connecting ballast
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fig. 1 fig. 2 Connect L and N to corresponding ends marked L and N  

Ballast

fig. 3 fig. 4Instant Start (Shunted Socket) Configuration
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Programmed Start or Rapid Start (Non-shunted socket) Configuration
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fig. 5 fig. 6Instant Start (Shunted Socket) Configuration
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Programmed Start or Rapid Start (Non-shunted socket) Configuration
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LED TUBE BYPASS DOUBLE ENDED WIRING INSTALLATION GUIDE – INSTALLATION STEPS

GUIDE D'INSTALLATION DU CÂBLAGE EN DÉRIVATION DU TUBE À LED À DOUBLE ENTRÉE - ÉTAPES D’INSTALLATION


